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Vyrobce
Manufacturer

Vyrobak
Product

Typové oznadeni

Type designation

Metoda zkousek

Test method

Podklad pro vydéni osvédéeni

Strojirensky zkugebni Gstav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENI O ZKOUSCE
CERTIFICATE OF TEST

Cslo  0.39-00192-18

Hitte s.r.o.

Dvofakova 2, 356 01 Lomnice Tyn
Ceska republika — Czech Republic

Otopna télesa - podlahové konvektory

Radiators — underfloor convectors

FXX, NXX

CSN EN 16430-1:2015, CSN EN 16430-2:2015, CSN IS0 9614-2:1997
EN 16430-1,2014, EN 16430-2:2014

Protokol & 39-11109/T, 39-11167/T, 39-11167/T1, 39-11187/A/H
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Basis for Certificate issuance Report No.
Vysledky
Results
Rozmrové | FPriPravaa fé'“’“ékt? Zkouska odolnosti
Materialové viastnosti tolerance por T? "?sf' protl pietiaku
Material properties Dimensional aprag i Test of pressure
folerances Preparation and pressure resistance
finishing lighiness
HitteNXX080245XNXX + + + +
Hitte FXX080245XNXX + + + +
HitteFXX105205XNXX + + + +
HitteNXX 105205XNXX + + + +
HittaNXX 10517 5XNXX + + + +
HitteNAX105245XNXX + + + +
Hitte NXX105305XNXX
HitteNXX105355XNXX
HitteNXX125305XNXX
Hitte NXC(1 25355 X NXX
HitteFXX105175XNXX
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Rozmérové iiprayaa Z_I:cou%k? Zkouska odolnosti
Materialove vlastnosti tolerance p?;:::?é te%r;?:: : proti pretlaku
Materiai properfies Drg?;r;iggsa! Prepar_a f:‘pn ] pressure Tef; g:‘s ;{J;?].z.zure
finishing tighiiness
Hitte F XX 105245XNXX + + & +
HitteFXX 105305 XNXX + + + +
HitteFXX105355XNXX + + + +
HitteF XX125305XNXX + + + +
Hitte FXX080305XNXX + + + +
Hitte FXX080355XNXX + + + +
HitteF XX080205XNXX . + . ] T A
HitteF XX080175XNXX + + + +
HitteFXX125178XNXX + + + +
HitteFXX 125205 XNXX + + + +
HitteFXX 12524 5XNXX + + + +
Hitte FXX165245XNXX + + + +
HitteF X0 1054 1 0XNXX + + + +
HitteNX{1054 10XNXX + + + +
Hitte FXX 185306 XNXX + - + +
HitteFXX 165355 XNXX + + + +
HitteFXX1654 1 0XNXX + + + +
HitteF XX 125355XNXX + + + +
HitteF X{1254 10 XNXX + + + +
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Strojirensky zkuEebni Ustav, s.p., Hudcova 424/56b, 621 00 Brio, Cesks republika
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Charakteristicka rovnice
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Technické viastnost| DT AONTID e

Tachnical properties Tepelny vykon

Heat oulput

Hitte NXX080245XNXX ¢ = 1,3918 - AT12%07 . 1,
HitteF XX080245XNXX ¢ = 0,8022 . Y1901 . ATI12377-0.02520)] . § 7
HitteF XX 105205XNXX § = 2,6745 - 09221 . Apl12352-0.0125:U)] .y 9
HitteNXX105205XNXX ¢ = 1,9067 - AT 90 1, 7
HitteNXX105175XNXX ¢ = 1,8140 - AT11802 . f, °)
HitteNXX 105245XNXX b = 3,0681 - AT11350 . £, )
HitteNXX105305XNXX ¢ = 29651 - AT12455 ., 7
HitteNXX105355XNXX ¢ = 3,2386 - ATL2#29 .,
HitteNXX 125305XNXX ¢ =2,5118 . AT™2*1 . 1, )
HitteNXX125355XNXX ¢ = 2,7915 - ATL3066 . [, 7}
HitteF XX 10517 5XNXX $ = 4,6046 - YO4418 . AT(09162+0.00961)] , g 7
HitteFXX105245XNXX ¢ = 3,3431 - Y7974 . AT11:1809-0.012951 . 4 )
HitteFXX105305XNXX ¢ = 6,0958 - 109648, AT(1.0970-0,0136.0) ., 4,
HitteF XX 105355XNXX $ = 9,1360 - 07343 . AT[1.0665-0,0069 V)] . 5 9
HitteFXX125305XNXX ¢ = 4,019 . Y1934, p7l11285-0005810] .y, 9
HitteFXX080305XNXX ¢ = 2,5223 - y1:2525 . pAi1.0483-00160-0)) . 7. )
HitteFXX080356XNXX ¢ = 57892 - Y0562 . AT[1.038140.0021 53] g, 9
HitteF XX080205XNXX ¢ = 3,7070 - Y0204 . pThovzi-00020U) g,
HitteFXX080175XNXX ¢ = 2,7870 - Y7135 . ATI09940+0,0013-0)) . 7, )
HitteFXX125175XNXX ¢ = 7,1845 - Y0277 . ATI08587+00124.0)] , 5 )
HitteFXX125205XNXX $ = 2,3723 - Y2848 . AT 1098000184 )] . g, 7
HitteFXX125245XNXX $ = 6,1415 - 4278 . pTiL0442400031 )], g
HitteF XX 165245XNXX ¢ = 7,0124 - 0388+ . AplLo0z7+00056 0] .y
HitteF XX 1054 10XNXX b =436275. Y0885  prl077214002780)) . 1, 7
HitteNXX105410XNXX et o \ b = 3,4234 - ATI272L. |

_______________________
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HitteF XX 165305XNXX & = 4,2184 . /09587 , pT[10893-00109)) 4, )

c HitteF XX165355XNXX b = 16,8657 - Y~00468 , A7[09888+0.0164 1] . g, 7

2 HitteF XX 165410XNXX b = 25,2862 - Y0033 . pTl00625+0.0162 U] . 1,

7 HitteF XX 125355XNXX $ = 3,4087 - Y9623 . prlL1sse-a0rzoly] . g, 7

=

: HitteF XX125410XNXX & = 10,1690 - Y5778 . ATlo99aot000110)f , p )

e

Podlahové konvektory jsou vyrab&ny v nasledujicich délkach:
Underficor conveciors are manufactured in the following lengths:

600 = 5000 mm

Hladina akustického vykonu

Poznamka: +...
Note 5
5

A

o

Brno, 2018-03-07

7, 8
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PoZadavek spinén — Requirement fulfilfed

Pozadavek nesplnén — Requirement not fuifiled
Hodnoty vztaZené na jednotku délky Zebrovani viméniku — Values per unit ribbed length of heat exchanger

... Nehocdnoceno — Not rated

Milan Holomek

END OF TEST CERTIFICATE

Vedouci zkusebny tepelnych a ekologickych zafizeni
Head of Heat and Environmeni-Friendly Equipment Test Station

Strojirensky zkugebni Ustav, s.p., Hudecova 424/56b, 621 00 Brno, Cosks republika
Engineering Test institute, public enterprise, Hudcova 424/56b, 621 00 Brro, Czech Republic

:

- 3 Sound power level

Nejniiéi Qtaéky 50V Hladina 381415

2 Lowest speed fevel | akustického La .

2 Stredni atatk vykonu [dB(A)]

'_ HitteFXX1253551500XNXX | mean speed ,\‘ef«e; 7.0V | sound power level 491215

= Nejvyasi otatky Trida : 3
e : pfesnosti 2

. ::’3;65{ speed 00V Accuracy class {Engineering) 58,115
Nejnizsi otasky Hiadina ¢

= Lowest speed fevel o0V akustického Lwa _4_1_'5— 1 iz
; , Stfedni otatky |4y |V¥konu [aB{A) Lo

i HitteFXX1053051500XNXX | Mean speed level ' Sound power level i)

£ Nejvyssi otacky Trida . ]
& : presnosti 2

3: :;3;93r speed 10,0V Accuracy class (Engineering) 60,2215

= Nejnizsi otacky Hladina

& Lowest speed level 20V akustického Lwa _2?’4_1:“25_ |
e Stredni otack vykonu [dB(A)]

: HitteFXX0802451500XNXX. | moan spoed level |70 | Sound power lever CHIEAD

3 Nejvy&si otacky THid :

= . a pfesnosti 2

3 :—;;fgest Speed TR Accuracy class (Engineering) sk

e

:

Strojirensky zkusebni dstav, s.p. timto osvédéenim o zkoudce potvizuje, Ze u pfedmétného vyrobku proved! zkousky
s vySe uvedenymi vysledky. Strojirensky zkusebni (stav, s.p. je akreditovana zku3ebni laborator &. 1045.1.

The Engineering Test Institute, Public Enterprise approves with this test cerlificate that the testing of the product in question was
performed with the results as stated above. Enginearing Test Institute, Public Enterprise, is an accredited Testing Laboratory 1045.1.
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